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A scheme using satellite-derived irradiance measurements to model the feed-in power of residential pho-
tovoltaic (PV) systems in a low voltage distribution grid is described. It is validated against smart meter
measurements from a test site with 12 residential PV systems in the city of Ulm, Germany, during May
2013 to December 2014. The PV feed-in power is simulated in a 15-min time resolution based on irradi-
ance data derived from Meteosat Second Generation satellite images by the physically based retrieval
scheme Heliosat-4. The PV simulation is based on the nominal power and location of the PV systems
as provided by the distribution system operator. Orientation angles are taken from high resolution aerial
laser-scan data. The overall average mean error of PV feed-in power is 4.6% and the average root-mean-
squared error is 12.3% for the individual systems. Relative values are given with respect to the total
installed power of 152.3 kWp. Sensitivity studies discuss the need for knowing the exact orientation
angles of each individual PV system or the usefulness of a single ground-based measurement as alterna-
tive to satellite observations. As an application of the scheme, the modelling of the effect of the power
flow from the residential PV on the load flow of the low voltage distribution grid transformer is described
and illustrates the advantage of the discussed approach for distribution system operators.
 2016 The Authors. Published by Elsevier Ltd. This is an openaccess article under the CCBY license (http://
creativecommons.org/licenses/by/4.0/).1. Introduction
In Germany, the majority of photovoltaic (PV) systems is
installed in residential areas and connected to the low voltage dis-
tribution electricity grids. A major increase in the number of PV
systems has been observed in recent years, causing new challenges
for the electricity grid management (DGS, 2015).
Grid stability and power quality at the low voltage level is guar-
anteed by the distribution system operators (DSO). Nowadays the
interconnections between the high and medium voltage grid are
monitored widely in real time. Also, remote controllable devices
exist to actuate the grid. On the other hand, at the interconnections
between the medium and the low voltage grid only current meters
with slave pointers are used. These only show the real-time read-
ings but do not store or transmit the data for further analysis. Addi-
tionally, they allow monitoring the maximum apparent power at atransformer station which occurred since the last readout. Typi-
cally, the readout is only done manually once a year. In order to
improve the monitoring capabilities a significant addition of con-
trollable devices in the low voltage grid is currently foreseen (e.g.
Agricola et al., 2014).
DSOs have to plan, operate, and maintain the grid to avoid volt-
age band violations and overloading of grid assets (EnWG, 2013). In
doing so, their objective is to avoid unnecessary investments in
brute force grid reinforcement. This may occur due to missing
knowledge on the PV power contribution in different grid sections.
There is a need for a cadaster of existing PV systems. DSOs require
accurate information on distributed energy resources in the elec-
tric grid in order to fulfill their responsibility for grid operations
(EnWG, 2013; NAV, 2006; TAB, 2009). On the other hand, solar sur-
face irradiance time series over e.g. the last ten years and in 15-min
temporal resolution are required to realistically simulate the
recent PV feed-in power under the assumption of increasing solar
shares. Having in mind that any expansion of the grid infrastruc-
ture will last over decades, the need for reliable planning data
and simulation tools is obvious. Both, the potential maximum
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tems at any point in time in all their grid sections and at the trans-
former station level are required.
There is a gap between available methodologies for simulating
and monitoring the individual PV system and the sum of PV
feed-in power at the transformer station at low voltage level.
Fig. 1 gives a schematic view of the factors affecting the load flow
at the transformer. Besides the load in the low voltage grid seg-
ment, the variable PV generation needs to be simulated as a sum
of the individual PV systems. The latter is a function of the respec-
tive PV system type and size as well as the irradiance on the mod-
ule plane at each PV system.
The influence of distributed PV systems on the load flow in the
distribution grid on both low and medium voltage levels has been
described e.g. in Pardatscher et al. (2011). They derived the load
flow for a total of 910 PV systems in a 12 km  12 km area in
southern Germany. However, the study was only for an assumed
clear-sky day and another single day with large fluctuations as
extreme cases. The day-to-day behavior remains an open question.
For realistic modelling of the real PV feed-in power, accurate
measurements of irradiance conditions have to be available. Up
to now, ground measured irradiances are used typically for the
simulation of individual residential PV systems. Ueda et al.
(2009) investigates the performance of 553 roof-mounted residen-
tial PV systems with various orientations by taking into account
the local irradiance measured by a single pyranometer.
Such ground measurements are point measurements only and
do not fully represent the natural spatial and temporal variability
of a distributed PV fleet (Lave et al., 2013). In contrast, satellite-
based irradiances provide the spatially distributed information,
but with restrictions in the available spatial and temporal resolu-
tion. Typically, satellites have several km-sized pixels and 5 to
15-min temporal resolution. On the other hand, time series can
be provided for more than 10 years. Satellite irradiance data may
therefore fulfill the DSOs’ needs for historical and spatially resolved
information at 15-min time steps. This paper assesses the suitabil-
ity of this approach.
PV simulation studies have been making use of satellite-based
data to some extent. Leloux et al. (2012a,b) assessed the
performance of more than 7000 residential PV systems in France
and Belgium but using monthly irradiation only. Also they did
not relate it to the load flow. The performance simulation and
interaction of a PV fleet distributed over an area of 11 km  15 km
with 15-min irradiances derived from satellites is reported in
Grossi et al. (2014). They assumed only a singular orientation for
all systems. A similar approach was taken by Hoff and Perez
(2012) for the determination of the variability of PV feed-in powerFig. 1. Schematic study setup for simulation of ton the macro scale area with a range from 10 km to 300 km.
Bucher et al. (2012) used 15-min satellite data to derive statistical
values for a given location to generate synthetic high resolution PV
feed-in power profiles by Monte-Carlo simulations. These syn-
thetic PV feed-in power profiles are used for the calculation of
the hosting capacity for distributed PV systems in grids, taking into
account various load profiles. However, only statistical reference
grids are used instead of a real electric grid topology and a compar-
ison against smart meter measurements is not provided. Rikos
et al. (2008) have shown the suitability of using satellite-based
irradiances to simulate the voltage at a substation for selected test
cases in the island grid of Kythnos, Greece. Sky imagers are an
alternative to satellite data and provide even higher spatial and
temporal resolution, but sky imagers are only deployed in a few
places and over short periods of time (Nguyen et al., 2016).
For the management of large scale transmission systems with a
significant amount of PV penetration in Europe (Kühnert et al.,
2014) and the U.S. (Renné, 2014), the use of satellite derived
irradiation information is state-of-the-art. The information gap
concerning the lack of monitoring individual PV systems with
their orientation and system data, is virtually closed by using a
lumped PV model, representing the average response of the PV
fleet (Beyer et al., 2004). This requires that the number of PV
systems covered is sufficiently large in order to average out the
specific peculiarities of individual systems. Within this type of
studies, details of planning and operation at the low voltage level
are not handled.
A part of the information gap, especially the PV system orienta-
tion, can be closed with 3D data from geographical information
systems. The combination of using both digital elevation models
based on airborne laserscan data and solar irradiance data is
state-of-the-art for the calculation of the received annual solar
energy on tilted module planes. Fath et al. (2015) apply this
approach by using irradiance data from the Meteonorm database
(Meteotest, 2015). Jakubiec and Reinhart (2013) take 15-min irra-
diance data from a meteorological station nearby. Verso et al.
(2015) use satellite-based time series of irradiances. However, all
these studies focus on the theoretical solar potential on roofs in
urban sites and not on the feed-in power of existing PV systems.
Normally, the DSO knows only the location of the connection
point and the nominal power of the PV system, but not the individ-
ual orientation angles or the shadowing for each system due to
obstacles in the neighborhood. Therefore, an objective of this study
is to work with these imperfect limited data and not with all infor-
mation available from a well-known test site as e.g. module and
inverter types or PV mounting systems. Nevertheless, in order to
quantify this information gap, the orientation angles of thehe feed-in power of residential PV systems.
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from a solar potential analysis based on airborne laser-scan data.
The calculated 15-min averages of the feed-in active power of
the individual PV system are validated against the 15-min averages
of the active power measurement from the feed-in smart meters of
12 PV systems.
DSOs are also interested in the question whether the model can
reflect the probability of occurrence of extremes in the time series.
Such extremes can be defined as the case that a specific PV system
reaches a defined feed-in power threshold as e.g. 70% or 100% of
the nominal power. The 70% threshold is chosen according to cur-
rent legal requirements in Germany (EEG, 2014). This law requires
for PV systems up to 30 kWp nominal power to either generally
reduce their maximum feed-in power to this threshold or have
to install a feed-in management system which is remotely control-
lable by the responsible DSO. Below, we analyse whether the
occurrence of feed-in power larger than 70% of the PV system’s
nominal power can be derived based on satellite irradiance data
in a sufficient accuracy.
The paper is organized as follows: Section 2 describes the data-
sets used for the simulation and validation. The PV simulation
model is introduced in Section 3. In Section 4 the simulation is val-
idated against measurements. Section 5 validates the application
for threshold detection. An example for the application of the sim-
ulated PV feed-in power data in a grid and transformer simulation
is given in Section 6. Finally, conclusions and future directions are
given in Section 7.
2. Data sources
2.1. Test site
The test site is a suburban residential area in the city of Ulm,
southern Germany. It covers the area of 470 m  615 m and is sup-
plied via a 630 kVA medium-to-low voltage transformer (Fig. 2).
133 houses are attached via eight feeder lines.Fig. 2. Aerial image of the test site. The border is marked with a blue polygon. The inves
references to color in this figure legend, the reader is referred to the web version of thiAt the test site, there are 21 roof-mounted residential PV sys-
tems (named PV1 to PV21) installed with an overall nominal
power Pnom ¼ 233 kWp and ranging from 2.2 kWp to 47.84 kWp
each. The average nominal power per roof is 11.07 kWp which is
close to the average value of residential PV system nominal power
as reported for southern Germany (Wirth et al., 2011). The PV sys-
tems are distributed over the whole test site. Smart meters are
installed at 12 PV systems providing 15-min average feed-in active
power values since May 2013. Table 1 summarizes nominal power,
orientation and inclination of the monitored PV systems. The total
monitored nominal power of the 12 PV systems is 152.3 kWp. Usu-
ally, the DSO only knows the location and the nominal power of the
PV systems. In our study, the tilt and azimuth angles are extracted
from laser-scan data (Ruf et al., 2015). The error of these angles is
less than 10. An azimuth angle of 180 represents south
orientation.
The PV feed-in power measurements are based on Landis & Gyr
ZMD310 smart meters. This type is rated as class B according to
DIN EN 50470-3 (2007) and by law the allowed calibration error
limit ranges from 2% to 3%. A control of their accuracy at the meter
test facility of the local DSO showed errors for the power measure-
ment below 0.5% (Katzmaier, 2015). The calculation of the PV
power feed-in starts 15th May 2013 and ends 14th December
2014 because of the availability of the smart meters provided by
the DSO measurement campaign.2.2. Meteorological data
Irradiance data are taken from the Copernicus Atmosphere
Monitoring Service (CAMS) Radiation Service (Qu et al., in press).
They are derived from Meteosat Second Generation (MSG) satellite
images with a 15-min time resolution based on the Heliosat-4
approach (Oumbe et al., 2014; Lefèvre et al., 2013). MSG satellite
images have a pixel resolution of 3 km2 at nadir of the field of view.
The resolution at the test site is approximately 5  3 km2.tigated PV systems with smart meters are marked in red. (For interpretation of the
s article.)
Table 1
Parameter list of monitored PV systems in the test site. Note: PV14 and PV15 have
only one common smart meter (marked with ⁄).
PV system Azimuth angle [] Tilt angle [] Pnom [kWp]
PV1 90 25 47.8
PV2 180 46 13.0
PV8 153 46 9.6
PV10 180 42 4.8
PV13 153 45 6.5
PV14⁄ 90 42 8.6
PV15⁄ 180 36 2.9
PV16 153 33 7.8
PV17 206 35 17.0
PV18 206 33 10.6
PV19 153 35 7.4
PV20 180 47 8.2
PV21 243 42 8.1
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temperature and wind speed. These data are taken from the roof-
mounted meteorological station operated by Ulm University of
Applied Science (48.42N, 10.00E, height 550 m above sea level).
The data were analyzed for missing data but no such data were
found. Temperature is measured with a Thies ‘hygro-thermo trans-
mitter compact’. Wind speed and direction are measured with a
Thies ‘windsensor classic’ which is a cup-anemometer in combina-
tion with wind direction sensors. The distance to the test site is
11 km. Both the location of the test site and ground measurement
as well as the size of the satellite image pixels are shown in Fig. 3.
The distance in the measurements leads to deviations due to local
effects on the air temperature as urban heat islands or roof temper-
ature as well as wind effects based on the orography and buildingFig. 3. Overview of the test site location (green-filled polygon), location of the ground-m
are marked with red crosses). Grey lines indicates the different districts of ULM. (For inter
web version of this article.)structures. Their influence is unknown, however according to
Krauter et al. (2008) an error of 2% in air temperature leads to an
error in the annual PV yield of 0.5% and 50% in wind speed at mod-
ule to 1.5% in the annual PV yield, respectively. Furthermore, DSOs
normally operate weather stations measuring air temperature,
wind speed and illumination somewhere at their grid area, e.g. at
the substations or at buildings. These stations often do not comply
with the WMO requirements as e.g. being over a grass surface and
shaded in a white colored weather shelter (WMO, 2008). Addition-
ally, having ground-based GHI observations available is not
state-of-the-art in daily DSO operations. Additionally, having
ground-based GHI observations available is not state-of-the-art
in daily DSO operations. The authors assume that the approach is
realistic and justified according to the general data availability
practice in DSO even if the risk of inaccuracy is existing.
The distance between the ground measurement of the temper-
ature and the test site is accepted with respect to the required
accuracy of temperature and wind speed in PV plant modelling.
The 10-min averaged data from the university meteorological sta-
tion are compared with data from the weather station operated by
the German Weather Service. This station is located between the
test site and the university weather station. The comparison of
the air temperature results in a mean difference of 0.07% and a
root-mean-squared deviation (RSMD) of 6.6%. The errors of the
wind speed comparison are higher (mean difference 6.7%, RMSD
32.3%) but still negligible for the PV systems following Krauter
et al. (2008). Thus, the data from weather station at the university
have a sufficient quality and the spatial variation of the tempera-
ture is small.
Besides using satellite data, global horizontal irradiance (GHI) is
also measured at the Ulm University site with a calibratedeasured irradiance (blue star) and the pixel-size of the MSG satellite (pixel corners
pretation of the references to color in this figure legend, the reader is referred to the
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manufactured by Theodor Friedrichs GmbH & Co. The 15-min aver-
age GHI ground observations are available from 1st January 2012
to 31th December 2014 with a lack of data in June 2013 due to a
data logger failure.3. Photovoltaic system model
The calculation of the feed-in power for each PV system is per-
formed with the PVLib provided by the Photovoltaic Performance
Modelling Collaborative (PVPMC; Stein, 2012). This library offers
the flexible input of detailed meteorological data in the electrical
system modelling of PV systems.
For irradiance data, input parameters are global (GHI), diffuse
(DHI) and direct (BHI) irradiances on the horizontal planes as e.g.
delivered by CAMS Radiation Service. Irradiances in the module
plane are calculated using the approach of Reindl et al. (1990a,b)
for the diffuse fraction.
DSOs typically consider the orientation of PV systems for grid
planning or operations by using the same theoretical optimum ori-
entation for each system because they do not know installation
details. However, often they resort only to a coincidence factor of
the PV feed-in power (Pardatscher et al., 2011). Therefore, we also
conduct a PV simulation model using a single orientation for all
systems. The consideration of multiple orientations would signifi-
cantly increase the time and effort in identifying and modelling PV
systems. This can be done manually for a small number of PV sys-
tems like in the test site but not in a larger grid area as Ulm with
more than 4000 PV systems.
Additionally, PV systems with different azimuth angles are
rather seldom. An optical inspection based on aerial images of
442 PV systems in Ulm shows that 39 PV systems (8.8%) have
two different azimuth angles and only 15 systems (3.4%) have
three or more orientations. Therefore, only a single orientation is
applied for the modelling. Actually, PV1 in our study is a PV system
with panels at different orientations. This will probably result in
larger errors for this system, but this disconnect between reality
and model parameters mirrors the approach that DSOs would take.
The treatment of the ground reflected part follows Loutzenhiser
et al. (2007) with an albedo value of 0.2 (Fath et al., 2015). The
albedo is kept constant for each system and each time step. Effects
like snow cover or seasonal changes in the surrounding vegetation
are neglected.
For the system modelling a poly-crystalline PV module type is
selected from the PVLib library. This is justified by the fact that this
technology is mostly used in Germany (Glunz et al., 2012). The
module technology information refers to the Sandia PV Array
Performance Model (SAPM) and Sandia Performance Model for
Grid-Connected Photovoltaic Inverters coefficients (King et al.,
2004, 2007). The chosen PV module type is ‘Yingli Solar
YL230-29b’ together with a ‘Blueplanet 6400xi supreme’ inverter
produced by Kaco New Energy GmbH as the inverter type.
The PV system simulation uses global irradiance on the tilted
plane (GTI), air temperature and wind speed to calculate the cell
temperature using the approach of King et al. (2004).
The real PV module string configurations of the single PV sys-
tems are unknown in this study. But again, this reflects the typical
DSOs state of knowledge and is therefore accepted. A typical string
configuration for a residential system is assumed (Albrecht and
Schröder, 2013). This configuration leads to a typical PV system of
28 PV modules from the type as mentioned before, which are
divided into two strings with 14 modules each. These two strings
are connected to a single PV inverter. The inverter AC rating to PV
DC rating sizing ratio is one. The calculated output power time ser-
ies of this reference PV system is normalized to the PV generatornominal power under standard test conditions and scaled up to
the nominal power of the installed PV modules at the test site. Each
PV system is treated with its individual orientation angles but with
the same assumption on its internal string structure. In the
simulation it is assumed that losses due to the system set-up (e.g.
wiring losses) or due to the maximum power point tracker of the
inverter are negligible. Typically, residential PV systems are
designed such that the cable losses are below 1% of the rated power
(Albrecht and Schröder, 2013). The efficiency of maximum power
point tracker systems and DC/AC converters ranges from 96% to
99% (Bendib et al., 2015). Both losses are within the tolerance of
the PV module rating and not determinable without additional
system-specific information. Finally, the feed-in power is calculated
for each single PV system in a temporal resolution of 15 min.
4. Validation
4.1. Validation of satellite-based irradiance data
The deviation of the Heliosat-4 approach compared to ground
measurements of the GHI is analyzed. Based on the benchmarking
guidelines developed during the MESoR project (Beyer et al., 2009),
the root-mean-squared error (RMSE), mean error (ME) and correla-
tion coefficient (CC) are defined as in Eqs. (1)–(3):
ME ¼ 1
N
XN
i¼1
xs ið Þ  xm ið Þ; ð1Þ
RMSE ¼
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
1
N
XN
i¼1 xs ið Þ  xm ið Þð Þ
2
r
; ð2Þ
CC ¼
PN
i¼1 xs ið Þ  xsð Þ  xm ið Þ  xmð ÞﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃPN
i¼1 xs ið Þ  xsð Þ2 
PN
i¼1 xm ið Þ  xmð Þ2
q ; ð3Þ
where N is the total number of measurement data points, xs ið Þ is
simulated data at time i and xm ið Þ is measured data at time i. The
temporal resolution of CAMS Radiation Service is 15 min. Each
value is the irradiation as sum of 1-min values of the previous
15 min. The ground measurements are averaged in the same man-
ner from 1-min irradiation measurements. The relative values of ME
and RMSE are rated to the mean values of the daytime measure-
ments and denoted as rME and rRMSE. The clear-sky index kC is
defined as the ratio of the GHI to GHI under cloud-free conditions,
both taken from CAMS Radiation Service.
Other studies often consider only irradiance data with sun ele-
vation angles above 15. We follow this approach. The analysis
(Fig. 4) results in a ME of 21.9 W/m2 (rME 6.1%), an RMSE of
115.9 W/m2 (rRMSE 32.4%) and a CC of 0.90. CAMS Radiation Ser-
vice shows a significant scatter and a general overestimation prob-
ably due to clouds over the ground measurement locations, which
are in a sub-pixel scale related to the satellite pixel resolution. In
such cases CAMS Radiation Service detects an almost clear sky with
a satellite-based kC around or just below one while the ground
measurement is smaller due to a local cloud.
The linear regression for CAMS Radiation Service (GHIM) versus
pyranometer (GHIP) data results in GHIM ¼ 0:83  GHIPþ
81:33 W=m2. The overall overestimation of CAMS Radiation Service
during low irradiance conditions and an underestimation in high
irradiance cases is visible.
The validation of GHI in this study is performed for a single
point only and does not give a general answer about the accuracy
of the Heliosat-4 data from CAMS Radiation Service. However, the
results are in line with other published results (Qu et al., in press).
It can therefore be assumed that there are no local effects in the
area of Ulm blocking the usage of the satellite data.
Fig. 4. Comparison between ground measured and satellite measured 15-min GHI averages. The black solid line indicates the linear regression and the black dash-dotted line
indicates the main diagonal. The clear-sky index kC is color-coded. (For interpretation of the references to color in this figure legend, the reader is referred to the web version
of this article.)
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ural variability inside a distribution grid of the city-size as e.g. in
Ulm. Nevertheless, due to missing distributed ground measure-
ments, the accuracy in representing the spatial and temporal vari-
ability of GHI by the various satellite pixels cannot be assessed
directly. On the other hand, there is a sub-scale variability inside
the pixel which can also not be assessed by comparing to a single
ground measurement location. However, this effect will be consid-
ered implicitly by comparing against feed-in power of each PV sys-
tem individually.4.2. Validation of satellite-based simulations of PV feed-in power
This section describes the validation of satellite-based PV feed-
in power versus the smart meter measurements obtained at each
PV system. Besides the individual values at each PV system also
the averages and the summation on the transformer level (PV fleet)
are investigated in order to have a detailed view. All statistical
results including the ME, RMSE and CC of the simulated PV feed-
in power are listed in Table 2. Fig. 5 shows the 15-min averages
of both simulation and measurements for each PV system. All sys-
tems show positive biases probably due to the positive GHI biases
in CAMS Radiation Service, but PV1 obviously differs from the
other systems.Table 2
Quality measures of the 15 min averaged PV feed-in power simulations based on
Heliosat-4 derived irradiances against smart meter measurements for the 12 systems
analyzed in the period from 15th May 2013 to 14th December 2014.
PV system ME [kW] RMSE [kW] CC nME
[kW/kWp]
nRMSE
[kW/kWp]
PV1 2.63 7.67 0.75 0.05 0.16
PV2 0.39 1.67 0.89 0.03 0.13
PV8 0.44 1.22 0.89 0.05 0.13
PV10 0.29 0.65 0.89 0.06 0.14
PV13 0.24 0.81 0.89 0.04 0.12
PV14 + 15 0.39 1.24 0.89 0.04 0.14
PV16 0.37 1.01 0.89 0.05 0.13
PV17 0.89 2.27 0.88 0.05 0.13
PV18 0.37 1.4 0.88 0.04 0.13
PV19 0.21 0.93 0.89 0.03 0.13
PV20 0.5 1.14 0.88 0.06 0.14
PV21 0.41 1.06 0.88 0.05 0.13
PV fleet 7.12 18.73 0.87 0.05 0.13
Mean w/o PV1 0.41 1.22 0.89 0.04 0.13Typically, the Heliosat algorithm is only valid with sun eleva-
tion angles above 15 (e.g. Zarzalejo et al., 2009). However, PV sys-
tems start operating as soon as GHI reaches a PV system specific
minimum value. This may occur at sun elevation angles below
15. Therefore, the validation of the PV feed-in power is performed
for all sun elevation angles above 0 while all validation results in
Section 4.1 excluded sun elevation angles below 15 to ensure
comparability to other studies.
PV1 shows an extended overestimation because of its multiple
orientations with parts of the PV modules being oriented to the
East and others to the West. The aerial image confirms a majority
of PV modules on the western roof. As the simulation model uses a
single tilt and azimuth angle for each PV system, a low correlation
with real measured values is caused and expected. As mentioned
before, such systems are rare. Therefore, it is accepted that the sim-
ulation is not working sufficiently in this case and PV1 is excluded
from the mean results below. Nevertheless, the system is not com-
pletely excluded to (a) show the impact and (b) to allow also the
assessment of the fleet of all PV systems in the real test site.
The measured data of PV8 shows a defined upper limit of the
feed-in power at 70% of the rated power. This may be a result of
the German Renewable Energy Law (EEG, 2014) calling for a limi-
tation of the feed-in power to a fraction of the nominal power if no
device for external control is installed. This limitation was not con-
sidered in the satellite model. The combined PV system (PV14
+ PV15) is the only system that reaches a feed-in power of more
than the nominal power.
The ME ranges from 0.21 kW to 0.89 kWwith an additional out-
lier of 2.63 kW at PV1 due to its two-sided orientation. Overall, this
results in an averaged ME of 0.59 kW and of 0.41 kW if PV1 is
excluded as outlier. Considering the average PV system size of
12.67 kWp this is a rME = 4.6% and 3.6%, respectively. The RMSE
ranges from 0.65 kW to 2.27 kW with the PV1-based outlier of
7.67 kW. The overall average for all PV systems is 1.76 kW
(rRMSE = 13.9%) and 1.22 kW (rRMSE = 9.6%) if PV1 is excluded.
The CC is around 0.88 with the outlier of 0.75 for PV1. The accumu-
lated PV feed-in power at transformer level results in a ME of
7.12 kW (rME = 4.6% related to the total monitored PV system size
of 152 kWp) and an RMSE of 18.73 kW (rRMSE = 12.3%), while the
CC is 0.87.
Furthermore, the ME and RMSE are normalized to the nominal
power of each PV system. The normalized ME ranges from
0.03 kW/kWp to 0.06 kW/kWp with a mean of 0.05 kW/kWp. The
normalized RMSE ranges from 0.12 kW/kWp to 0.16 kW/kWp with
Fig. 5. Comparison between measured normalized PV feed-in power and simulated feed-in power with CAMS Radiation Service irradiance data for all 12 PV systems.
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errors are independent of the PV system size and generally satisfy-
ing for residential PV simulations and for grid planning issues. A
positive ME is beneficial over a negative ME as the resulting over-
estimation of PV production provides a safety margin for grid oper-
ations. A negative ME would reduce the reserve provided by the
DSO (Meier, 2014) and would be seen as a additional risk.
A case study in US (Stein et al., 2010) founds a normalized ME of
0.03 kW/kWp and a normalized RMSE of 0.10 kW/kWp for the cal-
culation of the PV DC power using hourly satellite irradiance data.
The similar value of the normalized ME is appreciable. The
satellite-based GHI data in the US-study are bias-free and the nor-
malized ME only depends on the PV model. The normalized ME in
our work consists of the bias of CAMS Radiation Service as well as a
bias of the PV model. The lower RMSE results compared to our
work may be due to the lower time resolution and the higher stock
of PV system information.4.3. Sensitivity to module type
Changing the module type of the reference PV system in the PV
simulation model results in minor differences. If a mono-
crystalline-silicon module (type: SunPower SPR-230-WHT) is used
instead of the poly-crystalline-silicon module, the overall ME is
slightly reduced by 0.06 kW because of the outlier of PV1. The dif-
ference of the other PV systems is below 0.01 kW. The RMSE
increases in the range of 0.0 kW to 0.05 kW with an outlier of
0.11 kW for PV1. The overall RMSE is 0.26 kW higher compared
to the RMSE using the poly-crystalline-silicon module in the PV
model. These results are a deviation of less than 2% and below
the typical rating tolerance of PV modules.
As a second variation a thin-film PV module (type: First Solar
FS-275) is assumed for the modelled reference PV system. The
overall ME is reduced by 0.82 kW. The outlier of PV1 is 0.31 kW
while the reduction of the other PV systems ranges from 0.02 kW
to 0.07 kW. The RMSE increases in the range of 0.0 kW to
0.05 kW with an outlier of 0.14 kW for PV1. The overall RMSE is
0.21 kW higher compared to the RMSE using the poly-crystalline-
silicon module in the PV model. In both variations the differenceof CC is below 0.3% related to the CC using the poly-crystalline-
silicon module in the PV model. If thin film modules are assumed,
the ME is reduced by approximately 15% while the RMSE is
increased by around 1%. Note that thin film modules are seldom
used in Germany.
4.4. Sensitivity to orientation
Generally, for Ulm a 30 tilt angle oriented to the South is con-
sidered as optimal in PV system planning. Using this angle orienta-
tion instead of the actual one for the PV systems, both ME and
RMSE increase. Fig. 6 shows the results for each PV systems from
this variation (rectangles) and the original results from Section 4.2
(crosses).
The ME ranges from 0.27 kW to 0.92 kWwith an additional out-
lier of 2.63 kW at PV1. Overall, this results in a mean of 0.87 kW
and a mean of 0.53 kW if only PV systems 2–21 are considered.
The RMSE range is from 0.66 kW to 2.51 kW with the PV1-based
outlier of 8.29 kW and the overall average of 1.97 kW and
1.40 kW for PV2 to PV21, respectively. The CC is around 0.86 with
the outlier of 0.74 for PV21 because of the large mismatch between
the real and assumed orientation angles. The accumulated PV feed-
in power on transformer level results in a ME of 10.46 kW and an
RMSE of 21.33 kW, while the CC is 0.89.
The normalized ME ranges from 0.04 kW/kWp to 0.11 kW/kWp
with a mean of 0.06 kW/kWp while the normalized RMSE
ranges from 0.13 kW/kWp to 0.22 kW/kWp with a mean of
0.15 kW/kWp. Since the assumed orientation significantly
increases the normalized ME (by 46% in this case), it is
recommended to use real orientations in simulation studies.
4.5. Sensitivity to irradiance source
Ground measurements are point measurements and do not
fully represent the spatial variability of a distributed PV fleet in
an area. In addition ground measurement sites are sparse and it
is unlikely that a ground observation exists within the area
being simulated, as is also the case for this study. Therefore, we
can quantify an example of such an representativeness error.
Fig. 6. Statistical values of PV feed-in power measurements based on Heliosat-4 derived irradiances and assumed optimal PV system orientation (rectangles) as well as
ground-measured irradiances considering the real orientation (circles) against smart meter measurements. For comparison, the results of Table 2 are also shown. The markers
express the normalized ME (nME, x-coordinate) and normalized RMSE (nRMSE, y-coordinate) as well as the color-coded CC. (For interpretation of the references to color in
this figure legend, the reader is referred to the web version of this article.)
Table 3
Scores for overstepping 70% PV rated power feed-in power measurements based on
Heliosat-4 derived irradiances against smart meter measurements.
PV system PC CTB POD FAR
PV1 0.94 36.98 0.14 1
PV2 0.93 1.26 0.75 0.4
H. Ruf et al. / Solar Energy 135 (2016) 692–702 699A simulation was performed using the measured irradiance data
from the weather station for all PV systems. This is compared to
results based on local satellite data. The BHI was estimated with
the DIRINT method (Ineichen et al., 1992) from the ground-
measured GHI. All other parameters were chosen as in Section 4.2.
Fig. 6 shows the results of this simulation as circles. The ME ranges
from 0.44 kW to 0.01 kW with an additional outlier of
1.25 kW at PV1. The averaged ME is 0.30 kW and 0.21 kW if
only PV systems 2–21 are considered, respectively. The RMSE
ranges from 0.61 kW to 2.2 kW with the PV1-based outlier of
7.1 kW and the overall average of 1.71 kW. If PV1 is excluded,
the average RMSE is 1.23 kW. The CC is around 0.85 with the out-
lier of 0.70 for PV1. The accumulated PV feed-in power at trans-
former level results in a ME of 3.6 kW and an RMSE of
17.95 kW, while the CC is 0.85. The normalized ME ranges from
0.05 kW/kWp to 0 kW/kWpwith a mean of 0.02 kW/kWpwhile
the normalized RMSE ranges from 0.12 kW/kWp to 0.15 kW/kWp
with a mean of 0.13 kW/kWp. The ME using ground-measured
irradiances generally we found to be negative, while satellite-
derived irradiances result in positive ME values. For nRMSEs the
values we found to be comparable between satellite and ground-
measured irradiances. The mean RMSE of the PV fleet excluding
PV1 is slightly higher (0.8%) for the ground-measurements. It is
assumed that this difference is caused by the distance to the test
site. The positive bias of the satellite data (Section 4.1) can be seen
clearly while the local measurement station provides an underes-
timation of nearly the same amount. As a positive ME is seen as
an additional safety margin in our extended application of grid
planning, in our case the satellite use is advantageous despite its
slightly larger biases.PV8 0.93 1.75 0.83 0.52
PV10 0.91 2.54 0.84 0.67
PV13 0.93 1.31 0.77 0.41
PV14 + 15 0.93 1.25 0.83 0.33
PV16 0.91 2.74 0.82 0.7
PV17 0.92 2.23 0.84 0.62
PV18 0.93 1.36 0.76 0.44
PV19 0.93 1.17 0.74 0.37
PV20 0.91 2.78 0.82 0.71
PV21 0.94 1.81 0.8 0.56
PV fleet 0.93 3.89 0.66 0.835. Validation of threshold exceedance monitoring
Up to now we used statistical measures as ME, RMSE or CC.
Threshold exceedance monitoring as used for grid planning typi-
cally applies scores based on contingency tables (Wilks, 2011).
These includes the measures called proportion correct (PC), contin-
gency table bias (CTB), probability of detection (POD) and false
alarm rate (FAR).The worst possible PC is 0 and the best is 1. It shows the number
correct simulations of events of interest related to the whole sam-
ple size. The CTB is the comparison of the average simulation to the
average measurement. It is defined as the ratio of the number of
simulated to the number of actually measured events. Simulations
without any bias are CTB ¼ 1. For CTB < 1 and CTB > 1 the events
are under- and overestimated, respectively. The POD is defined as
the fraction of interested events which are correctly calculated
compared to all happen events. The range is between 0 and 1,
while 1 is a perfect calculation. Furthermore, the FAR describes
the number of false calculation results related to the number of
simulated events. A perfect calculation is given for 0 while a com-
plete mismatch results in 1. The results of these scores for the sin-
gle PV systems and the lumped power of the PV fleet are presented
in Table 3. The feed-in power of PV1 does not reach 70% of the
rated PV power and leads to invalid scores.
The PC shows a high detection rate above 0.91 of the overstep-
ping of the 70% PV feed-in power for all PV systems including PV1.
The CTB for each system is larger than one meaning the detection is
overestimated. This is a result of the overestimation found in CAMS
Radiation Service irradiance. The POD shows values of at least 74%
for single PV systems with an outlier for PV 1. The overall POD for
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has a mean of 0.52 with an outlier of 1.00 for PV 1. Therefore, the
possibility of PV feed-in power threshold detection should be con-
sidered with care as a systematic overestimation is found. How-
ever, this error will result in excessive grid reinforcement. At
least, any planning based on this scheme will not compromise
the grid security.6. Application to power calculation at a transformer location
This section gives an example application of the proposed
approach for DSOs. The active power at the transformer supplying
the test site is calculated as a time series in 15-min resolution for a
sample day. Besides the 12 PV systems used so far, the 9 additional
PV systems installed at the test site are taken into account. The sta-
tistical measures of the 12 PV systems equipped with smart meters
are determined in Section 4.1. A similar behavior is assumed for
the other PV systems. Their PV feed-in power is calculated as well
with the model described in Section 3 and added to the overall PV
feed-in power.
The accumulated active power consumption of the 133 build-
ings is assumed as a standard load profile representing the state-
of-the-art used by the DSOs in Germany (Fünfgeld and
Tiedemann, 2000). The load profile is scaled to the annual energy
consumption of each house provided by the DSO and aggregated
to the test site’s load curve. The resulting time series of the active
power at the transformer can be computed by subtracting the PV
feed-in power from the expected power consumption (Fig. 1).
It is planned to use the approach for a historic, multi-year data-
set to quantify the need and benefit of grid enhancements and to
define priorities on hardware replacement in the grid enforcement
process. In preparation of this approach we provide the discussion
of a single day. The result for 3rd August 2012 is shown in Fig. 7.
There is no deviation between measurement and calculation
between 0:00 to 2:00 UTC and 21:00 to 24:00 UTC. In the morning
hours after 2:00 UTC the calculated active power increases follow-
ing the load profile while the measurement is almost constant at
50 kW. Obviously, the standard load profile deviates from the
observations. This is a frequently found problem in grid planning
but cannot be addressed within the scope of this paper. At approx-
imately 7:00 UTC the difference between the assumed load profile
and the simulation increases because of the increasing impact of0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23
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Fig. 7. Combination of simulated PV feed-in power and assumed standard load
profile on 3rd August 2012 compared with measurements at the transformer. The
blue line is the simulated active power at the transformer using CAMS Radiation
Service, the green line is the simulation using the ground measured irradiance and
the black line is the measurement. The red line indicates the assumed standard load
profile for this day. (For interpretation of the references to color in this figure
legend, the reader is referred to the web version of this article.)the PV feed-in power. At the same time the measured active power
decreases as well. The measurement and the calculation reach the
zero line at around 8:30 UTC for the first time. The following neg-
ative active power values represent a so-called reverse load flow.
The PV systems feed-in more power than consumed in the test site.
The excess power is fed back to the medium voltage grid. This state
changes several times during the day depending on the amount of
solar irradiance. The PV feed-in power decreases again in the after-
noon following the diurnal cycle. Nevertheless, the standard load
profile remains too high. There is a difference between simulation
and measurement probably because the true consumption is lower
than assumed. The calculated active power and assumed load pro-
file converge at around 19:30 UTC.
The combination of PV feed-in power and the standard load
profile at the low voltage level shows a significant improvement
compared to the case of the standard load profile neglecting the
PV feed-in power. The overall trends including the reversal load
flows are correctly simulated. The change from reversal load flow
to regular load flow around 12:00 UTC is detected, however, the
amplitude and duration varies. The simulation provides a realistic
time series for the case study considering the PV feed-in power and
consumption. Even if not all values are exactly simulated, this is
helpful for an economic grid planning and operation by the DSO
as well as for impact studies of new mitigation measures.7. Conclusion and outlook
The usefulness of satellite-derived irradiance data from CAMS
Radiation Service for the PV feed-in power calculation of residen-
tial PV systems in a small-scale distribution grid is investigated.
The PV model uses the nominal PV power, the location and the
orientation angles as site-specific input parameters. As the orienta-
tion angels are normally not available from the DSO, they have to
be provided by external data sources as e.g. airborne laser-scan
data as done in this study. Using only a standard orientation (30
inclination versus south) instead of the actual orientation is not
recommended. The errors increase by 46% for the overall ME and
by 13% for the overall RMSE in our test case. On the other hand,
the selection of the PV module technology has no significant
impact. The smart meters used in this work were installed during
a research measurement campaign by the DSO. It is assumed, that
the orientation of the PV systems can also be estimated by mea-
sured feed-in power time series. However, the recent draft of the
law for digitization of the energy transition in Germany stipulates
the installation for smart meters only for PV systems larger than
7 kWp. Additionally, an installation of smart meters in all residen-
tial PV systems will take time and is not expected to be available
soon.
If using irradiance ground measurements from the nearest
available meteorological station 11 km away, an increase by 0.8%
is found for the RMSE. The RMSE is similar for both satellite-
derived and ground-measured irradiances but slightly higher for
the ground-measured data. The validation of the satellite GHI with
ground measurements shows similar positive biases as observed
previously in the literature. Therefore, the ME is positive for all
PV system if satellite data are used. It is found to be negative if
ground-measured data are used, but the absolute values are com-
parable. The overestimation of satellite irradiance data is more
acceptable as they provide an additional safety margin in grid
planning while underestimations as found for the ground observa-
tion may provide a false sense of grid security. This is to be avoided
under any circumstances. Nevertheless, satellite biases should be
reduced for an economically optimal decision.
The calculated PV feed-in power is compared with smart meter
measurements and shows almost constant normalized ME and
H. Ruf et al. / Solar Energy 135 (2016) 692–702 701RMSE for all PV systems. Therefore, it can be assumed that the
errors are independent of the nominal power and for small and
large PV systems as used in residential areas.
Scores on the detection accuracy of whether the specific PV
system reaches a defined feed-in power threshold are applied.
However, further reduction in satellite biases are necessary to
increase the detection accuracy.
Overall, it is appropriate to apply satellite-based irradiance data
for residential PV systems. This allows the simulation of each sin-
gle PV system in larger PV fleets as found nowadays in low voltage
grids. The use of ground-based irradiance measurements is neither
required nor recommended in our case. The economic comparison
of GHI ground measurements at the transformer site for PV feed-in
power simulation versus satellite-based methods will be part of
future investigations. It has to be noted that in the field of PV sys-
tem monitoring, the large number of GHI measurement devices
turned out to be difficult to handle in practice and causes non-
negligible maintenance and controlling costs while the satellite is
a single instrument where maintenance and ground segment is
already performed by the satellite agency paid from taxpayers.
Therefore, a detailed and complete cost assessment is
recommended.
Local shadowing effects are not considered in this study but it is
assumed that these will increase the accuracy of the simulation
model. There are several approaches in literature to realize a shad-
owing time-series (e.g. Jakubiec and Reinhart, 2013; Borfecchia
et al., 2014; Fath et al., 2015).
The approach introduced can be extended to load flow calcula-
tions by using detailed load information. An example is given for
the calculation of the active power at the test site transformer
and compared with measurements. It illustrates the value and
need of introducing PV feed-in in grid simulations as standard load
profiles do not take this into account. Further research and analysis
is ongoing in order to improve this application, and to especially
deal with the imperfect load profile if applying existing standard
load profiles on the transformer level.
DSOs have to maintain voltage variations in the distribution
grid within bounds. Therefore, they need information on both volt-
age values and voltage drops. We demonstrated an approach to
calculate load flow affecting the voltage values for certain times
and locations with high numbers of PV systems. In future, the PV
feed-in power calculation based on satellite irradiance data can
be combined with grid simulation tools.
These methods will support DSOs in the strategic planning of
their infrastructure re-enforcement in areas with already or
expected increases in PV shares. Based on multi-year historic irra-
diance databases starting in 2004 it will also allow simulating lar-
ger PV shares being expected in the future, based on realistic both
spatially and temporally resolved input data. Additionally, the use
of near-real time satellite information will allow DSOs the moni-
toring of their assets in near real-time. Moreover, these methods
can be applied for predicted irradiance data from either cloud-
motion-vectors from satellite scenes or numerical weather model
forecasts for short-term predictions in daily grid operations.
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